CAÑON CITY AREA FIRE PROTECTION DISTRICT

Fire Suppression System Requirements

SMALL JOBS (20 sprinkler heads or less) Remodel, relocate, remove, add, etc... 

· State of Colorado “Licensed Contractor” certification must be current 

· Submit a signed letter on contractor's letterhead, explaining the scope of work and a statement that work will not affect the hydraulic demand design or integrity of the existing fire protection system. 

· Provide P.E or NICET III Certification #/expiration

· Indicate estimated start and completion dates. 

· Submit a scaled drawing (letter or legal size) of the proposed project, including calculations and data sheets as needed per the applicable NFPA Standard. 

· The plan review/inspection(s) fee is $210.00 
· Plans will not be reviewed until fee(s) are submitted 

LARGE JOBS (Over 20 heads) NEW CONSTRUCTION (including 20 and under)

· State of Colorado “Licensed Contractor” certification must be current 

· Submit two (2) full size sets of plans, one (1) electronic set, and hydraulic calculations. 
· Provide P.E. or NICET III cert.# /expiration and signature(s)
· Indicate estimated start and completion dates.

· The plan review/inspection(s) fee is as follows: Up to 20 heads = $210.00, 21-100 heads = $315.00, each additional 100 heads or fraction thereof = $110.00. 

· Plans will not be reviewed until fee(s) are submitted

